ROADWAY

NOTE:
E ALL PIPING SHALL BE ENCASED IN 6" E
STONE DUST ON ALL SIDES

CORP STOP §/@TE

2" (dual) or 1" (single) 200 |PSI |HDPE A

SERVICE LINE
/—3" PVC SLEEVE MIN SCH 40 FOR 2" WHC |

2" PVC SLEEVE MIN SCH 40 FOR 1" WHC

————

2" HDPE equal to 200 psi Copper tube size 2.0° PAST

or 1" HDPE equal to 200 psi Copper tube size. BACK OF CURB
Pressure testing of all services up to the meter
setters is required.

JEFFERSON UTILITIES INC.

270 Industrial Boulevard
Kearneysville, W 25450

SERVICE LINE CROSSING OF -
STREETS i
MODIFIED

*Not to Scale* FEB. 22, 2022




